FACE INVESTIGATION
SUBJECT: Electrician Electrocuted after Contacting an Energized Electric Hand Drill

SUMMARY:: A 45-year-old mae eectrician (the victim) was eectrocuted when he contacted an
energized Y2inch meta-cased dectric drill. The victim had been contracted to ingtal eectrical wiring in
aresdence under congruction. Hewasin the processof drilling holesin overhead joistswhen theincident
occurred. There were puddies of water on the cement floor of the work site. The drill was connected to
atemporary power pole by a series of three extension cords, two of which were missng the ground pin.
One cord wasmissing outer insulation jacket at both ends exposing thewiring for about Y2inch. Thecords
extended through the doorway outside to the power pole, where the ends were lying on the ground in
puddies of rainwater and mud from recent heavy rainfdls. The cords were plugged into a ground fault
arcuit interrupter (GFCI) receptacle mounted on the power pole. The power pole had been inspected and
certified asmeeting locad municipality code requirementsprior to having the utility company ingdl the meter.
However, testing after the incident disclosed the GFCl was inoperative, and the fuse box for the 120 volt
single phase 15- and 20-ampere receptacle outlets located at the power pole contained two 40-ampere
fuses. After the victim failed to respond to phone calls from the contractor, the contractor proceeded to
the work site and found the victim lying face down on top of the drill. The police responded to the
contractor's call for assstance and after arriving at the scene, disconnected the power source before
examining the victim. The police determined that rigor mortis had set in, and caled the coroner to the
scene. Thecoroner arrived 45 minutes|ater and pronounced the victim dead on the scene. Thevictimwas
sdf-employed, and there were no witnessesto theincident. The Wisconsin FACE investigator concluded
that, in order to prevent Smilar occurrences, the employer should:

I Ensaure that electrical service supplied to a construction site complies with all OSHA
standards, the National Electric Code, and local regulations.

I mplement a preventive maintenance program to keep cords, plugs, r eceptacles, and tools
in good oper ating condition.

Test ground fault circuit interrupterson a daily bass.

Evaluate work areasto identify hazardouswork conditions.

INTRODUCTION: On August 10, 1993, a45-year-old mae eectrician (the victim) was el ectrocuted
while using an dectric hand drill. The Wisconsn FACE investigator was notified by the Wisconsn
Department of Industry, Labor, and Human Rdations, Workers Compensation Divison, on August 11,
1993. On August 12, 1993, the W1 FACE field investigator conducted an investigation of the incident.
The police officerswho responded to the 911 call wereinterviewed, and avisit was made to the Site of the
incident. Photographs were taken of the eectrica equipment that the victim had been using at the time of



theincident. A death certificate, coroner's report, police report and newspaper clippings were obtained.

The victim was a self-employed eectrician, and had no employees. At thistime, no additiond information
could be obtained about the victim's training, work experience, years of operation, or safety program.

INVESTIGATION: The victim was a sdf-employed eectrician who was contracted to ingtal new
eectricd wiring in aresdence under congtruction. He had been working at the resdencefor severa days
before theincident occurred. Onthe day of theincident, thevictim arrived at the residence and proceeded
to the basement where he began using a2inch dectric drill to drill holesin the overhead joigts. Thedrill
was attached to aseries of three extension cords. Two of these cords had missing grounding pins, and one
of the cords was missing outer insulation for about ¥z inch from each end exposing the wires. These cords
extended through a doorway to the outside, where the receptacle ends were lying in puddles of rainwater
and mud from recent heavy rainfadls. The cordswere plugged into aground fault circuit interrupter (GFCI)
receptacle mounted on a temporary construction power pole which had been previoudy certified by the
locd municipdlity.

On the afternoon of the incident, the contractor was unableto reach the victim by phone, so he went to
the work site where he found the victim lying in a puddle of water on the cement floor. The contractor
cdled 911, and the police were the first respondents to the scene. The police found the victim lying face
down with the dectric drill underneath him, and disconnected the extension cord from the drill prior to
conducting apreiminary assessment of thevictim. Rigor mortiswas noted, and no pulse could be located,
so EM Swere notified to dow down. The police aso disconnected the extension cord from the receptacle
of the GFCI located on the power pole. The coroner arrived, and pronounced the victim dead at the
scene. The police interviewed the contractor, a neighbor to the residence under construction, and an
individual who had been working in the upgtairs portion of the building, but none of these individuas had
any additiond information about the incident.

An eectricd investigator from the utility company and alocd licensed dectrician arrived and tested the
GFCI with an volt meter, and received readings of 120V from both sockets. They pressed the test button
on the GFCI severd times, and could not get it to trip out. They noted the ground pin was clipped off of
the extension cord that had been plugged into the GFCI socket, and that there were 40-ampere fuses in
the fuse box on the power pole. They aso noted that the power post was properly grounded with two
ground rods.

CAUSE OF DEATH: The coroner's report listed the cause of degth as eectrocution.
RECOMMENDATIONS/DISCUSSION

Recommendation#1: Employersshould ensurethat electrical servicesupplied toaconstruction
site complieswith all OSHA standards, the National Electric Code, and local regulations.

Discusson: OSHA Standard 29 CFR 1926.404(b)(1)(ii) states, "All 120-volt, single-phase, 15- and 20-
ampere receptacl e outlets on construction sites, which are not apart of the permanent wiring of the building



or structure and which are in use by employees, shal have approved ground-fault circuit interrupters for

personnd protection.” A smilar requirement is stated in Article 305-6(a) of the National Electrica Code.

The fuse box for the receptacle outlets on the power pole contained two 40-ampere fuses, and a
subsequent investigation revealed that the GFCI was inoperable.

Recommendation#2: Employersshould implement a preventive maintenance program to keep
cords, plugs, receptacles, and toolsin good oper ating condition.

Discusson: Two of the extension cords that were connecting the drill to the power pole were missing the
ground pin. One cord was missing insulation a both receptacles, with wires exposed for about ¥z inch.
The case of the GFCI was chipped and soiled, which could indicate possible internal damage. Preventive
mai ntenance programs should beimplemented to keep cords, plugs and receptaclesin good/safe operating
condition.

Recommendation #3: Test ground fault circuit interrupterson adaily basis.

Discusson:  Inspection of the GFCI after the incident reveded that it did not function properly. Dally
testing of GFCI's should be conducted to ensure they function properly. This incident might have been
prevented if the GFCI had been tested prior to the start of the day's work.

Recommendation #4: Evaluate work areasto identify hazardouswork conditions.

Discusson: The immediate work site (the basement area) had puddies of water. The outside area, where
the power pole was|ocated, was muddy and also had areas of standing water. The three extension cords
extended from the basement to the power pole, and were lying in water or mud a severd points.
Employers should evauate the work areas to identify hazardous conditions, and take appropriate
preventative measures such as hanging the extenson cords above ground.
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